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Blower Door Test Form

2015 WSEC Residential Energy Compliance Certificate - Building Air [eakage
Site Address: $1042 Sunrise Pl SW Test Info Results
Pine Lake, WA 98027 Date 12/27/2021
Total Living (sf) 1B\
Customer:iIntracorp Volume (cf) 25, 3L
.................... Kelkari Building 3 (4-Plex) Flow Ring Tnstalled A
Flow Rate (cfm) 2\0%
Contractor:: Energy Smart Pacific House Pressure (Pa) -30
i 4318'S 9th St Air Changes per Hour (ACH) | 4%
Tacoma, WA 98405 .
Phone: (253) 448-0456
Comments:
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Affidavit: | certify that this ACH Is accurate and determined using Blower Door Test Standard 502.4.5 Building Air Leakage Testing

- - Rl Vi, s
Harrison Wartes / / é /i
_{Technician Signatur ot [ e




Blower Door T'est Form

2015 WS

C Residential Energy Compliance

Certificate - Building Alr Teakage

Site Address: ;1042 Sunrise Pl SW Test Info Results
Pine Lake, WA 98027 Date 12/27/2021
PR Total Living (sf) 16\3
Customer:;intracorp Volume (cf) 5,387
Kelkari Building 3 (4-Plex) Flow Ring Installed A
Flow Rate (cfm) 04|
" Contractor:: Energy Smart Pacific House Pressure (Pa) ~—-30
4318 S 9th St Air Changes per Hour (ACH) [ {,4 )
Tacoma, WA 98405 T

Phone: (253) 448-0456

Comments:




Affidavit; | certify that this ACH is accurate and determined using Blower Door Test Standard 502.4.5 Building Air Leakage Testing

loidl

Harrison Wartes / / // /

Technician Signature /<7’f"‘"7‘ﬂ /r'
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Blower Door Test Form

2075 WSEC Residential Energy Compliance

Cerfificate - Building Air Leakage

Site Address: §1042 Sunrise PI SW Test Info Results
Pine Lake, WA 98027 Date 12/27/2021
Total Living (sf) \H\S
Customer::Intracorp Volume (cf) 16.75%
Kelkari Building 3 (4-Plex) Flow Ring Installed A
Flow Rate (cfm) U
Contractor:: Energy Smart Pacific House Pressure (Pa) -50
4318 S 9th St Air Changes per Hour (ACH) .,

Tacoma, WA 98405

Phone: (253) 448-0456

Comments:




Affidavit: | certify that t

his ACH is accurate and determined using Blower Door Test Standard 502.4.5 Bullding Air Leakage Testing

Harrison Wartes

el 7
ﬂ/{/

Technician

Signature 4
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Blower Door 1est Form

2015 WSEC Residential Energy Compliance Certiticate - Building Air [ eakage
Site Address: ;1042 Sunrise Pl SW Test Info Results
Pine Lake, WA 98027 Date 12/27/2021
't L\ ) Total Living (sf) \$\2,
Customer;;Intracorp Volume (cf) 16,18%
Kelkari Building 3 (4-Plex) Flow Ring Installed N
Flow Rate (cfm) 1AL
Contractor:iEnergy Smart Pacific House Pressure (Pa) -0
4318 S 9th St Air Changes per Hour (ACH) | /4.9)
N’

Tacoma, WA 98405

Phone: (253) 448-0456

Comments:




Affidavit: | certify that t

his ACH is accurate and determined using Blower Door Test Standard 502.4.5 Bullding Air Leakage Testing

Harrison Wartes /

A/,
Technician Signature /[ _— k7 ]
U
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